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Monthly Oversight Summary Report No. 48 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Month of December (November 27- December 31, 2004). 
BVSPC 0/S Dates: December 7 and 23, 2004. 

Personnel Summary No. of 
Responsibility 

Affiliation Personnel 

Montgomery Watson Harza 2 Respondent's General Contractor 

Indiana Department of 
1 State Regulatory Agency 

Environmental Management 

Black & Veatch Special 
1 USEP A Oversi1ght Contractor 

Projects Corp. 

Austgen 1 General Contractor 

Eagle Environmental Services 3 Speciality Contractor 

Construction Activities 

Major Activities: 

I 

Montgomery Watson Harza continued operating the groundwater treatment plant, the 
in-situ soil vapor extraction systems, and the air sparge systems. 
Eagle Environmental Services removed sludge and an angle iron from the activated 
sludge clarifier that had impeded the rotation of the sludge rake. Also removed 
sludge from tank T2. 

• Montgomery Watson Harza and Austgen removed sludge fJrom lamella clarifier ME5. 
• Microbac (formerly Simalabs) collected samples from the groundwater treatment 

plant for routine process monitoring. 
• Montgomery Watson Harza held construction coordination meetings at the site on 

December 9 and 23, 2004. 

Activities Performed: 
Montgomery Watson Harza (MWH) reported that it continued to operate the groundwater treatment 
plant (GWTP) at 25 gpm, except during the period December 6-9 when it was off-line because of 
problems with the activated sludge clarifier rake. MWH reported that water was pumped to the 
GWTP from all available sources. Microbac (formerly Simalabs) collected samples from the GWTP 
for routine process monitoring. 

MWH reported on December 6 that the sludge rake in the activated sludge clarifier had stopped 
rotating. Eagle Environmental Services mobilized to the site on December 7 to pump out the sludge 
from the clarifier and investigate the rake rotation problem. On December 9, Eagle performed a 
permitted confined space entry into the clarifier to investigate the cause of the rake rotation problem. 
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Eagle found a foot-long piece of angle iron lodged under the rake, preventing its rotation. MWH 
reported that the obstruction was removed, and the sludge rake and GWTP were reactivated with no 
continuing problems. MWH reported that it did not identify the source of the angle iron. Also, on 
December 7, Eagle performed a permitted confined space entry into tank T2 to remove sludge from 
that tank. Both confined space entries were performed with personnel wearing respirators and VOC 
monitoring using a photo ionization detector (PID). Eagle demobilized from the site on December 
9. 

While the GWTP was off-line, MWH and Austgen removed the sludge from the lamella clarifier 
ME5 on December 7. 

MWH continued to operate the On-Site Containment Area (ONCA) Still Bottoms Pond Area 
(SBPA) and Off-Site Containment Area (OFCA) in-situ soil vapor extraction (ISVE) systems, 
processing vapors through thermal oxidizers 1 and 2. Vapors from the ONCA SBPA ISVE system 
were processed through thermal oxidizer 1 (thermox 1 ), and those from the OFCA ISVE system 
were processed through thermox 2. MWH shut down the ISVE systems during the period December 
7-9 to prevent exposure of Eagle personnel to the effluent plume from the thermox units. 

MWH reported that it was pulling vapors from 28 OFCA ISVE wells and that the two OFCA 
blowers were pumping vapors at 2,000 cubic feet per minute (cfm) back to thermox 2. MWH 
reported that it was pulling vapors from 141 ONCA SBP A ISVE wells, although significant flow was 
observed in only eight (five last month) of these activated wells. This system continues to operate 
at 1,000 cfm (with zero ambient air), pumping vapors back to thermox 1. MWH is considering 
activating more or a different pattern of SVE wells. MWH reported that it has not pumped product 
from the ONCA SBPA ISVE wells for a few months. MWH will prepare a product removal pumping 
plan/schedule. 

MWH reported that the air sparge systems began operation on December 2 in both the OFCA and 
the ONCA SBPA. All installed air sparge points have been activated, and no problems were 
encountered. 

MWH reported that it had received permission from Onyx to dispose of the lower aquifer soil 
cuttings together with the sludge from the GWTP. 

MWH reported that additional fence stanchions had been delivered to the site and that it planned to 
pour cement grout into the bases of the yellow chain fence stanchions to increase their stability. The 
fencing would then be installed on the SBP A cover. 

MWH reported that it measured groundwater levels in wells at the site on December 21. Water 
levels in the SBP A continued to be higher than desired, possibly impacting the vapor flow from 
ISVE wells. 

1 
Previous reports had incorrectly identified that vapors were being pulled from 12 SBPA ISVE 

wells. Actually, vapors have been pulled from 14 SBPA ISVE wells for a number of months. 
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MWH reported that it had contacted the owner of the 1002 Reder Road residence and informed him 
ofthe March 2005 date ofthe second round ofChemOx injections. 

MWH reported that the results of the residential well sampling in September 2004 identified trace 
amounts of DDT in one well. EPA suggested and MWH agreed to resample this well in January 

2005. 

MWH and Black & Veatch Special Projects Corp. (BVSPC) personnel met on December 23 with 
Howard Anderson and Donna Gonzalez, residents living less than a mile west of the GWTP, 
regarding the "whining" noise coming from the G WTP. Concluded the noise was probably that from 
the external air blowers. MWH agreed to assess acoustical containment ofthese blowers to reduce 
the noise and to inform the residents of its plans. 

MWH held construction coordination meetings at the site on December 9 and 23, 2004. 

Attached are BVSPC weekly reports No. 196 through 200, correspondence, log book notes, and 
photographs of the daily activities. BVSPC's crew conducted oversight of the major field activities 
on portions of 2 days (December 7 and 23, 2004). BVSPC's crew attended the construction 
coordination meetings on December 9 (via telephone) and 23 (at the site). 

Topics of Concern: None 

Concern Resolution: MWH met with local residents regarding the "whining" noise coming from 
the GWTP and agreed to investigate methods to minimize the off-site noise level. 

Upcoming Activities: 
• MWH to continue proving out the ONCA SBP A ISVE system wells. 
• MWH to continue operating the GWTP, the OFCA and ONCA SBPA ISVE systems, 

• 

• 

and the air sparge systems. 
MWH to assess results of final laboratory testing of cores of the SBPA final asphalt 
cover. 
MWH to complete fencing of the SBP A final cover. 
MWH to collect additional soil gas samples to assess pm;sible soil vapor intrusion 
into the house basement resulting from the smear zone in the South Area plume. 
MWH to reassess its approach to completing the lower aquifer investigation . 

Signature: __ L=a=rry-'-.1--C=am=pb=e"-.!.11~- Date: January 4, 2005 

t: \projects 1,acs-raos\osr\2004\ 12\M048. wpd 
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Weekly Oversight Summary Report No. 196 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of November 29, 2004. 
BVSPC 0/S Dates: Cancelled because of limited site activities. 

Personnel Summary No. of 
Responsibility 

Affiliation Personnel 

Montgomery Watson Harza 1 Respondent's Gt~neral Contractor 

Austgen 1 General Contractor 

Construction Activities 

Major Activities: 
• Montgomery Watson Harza continued operating the groundwater treatment plant 

and the in-situ soil vapor extraction systems. 

Activities Performed: 

I 

Montgomery Watson Harza (MWH) reported that it continued to operate llhe groundwater treatment 
plant (GWTP) at 25 gpm. After replacing fuses and resetting circuit breakers following the power 
failure on the evening ofNovember 25, the plant was brought back online on November 27. MWH 
reported that water is being pumped to the GWTP from all available sources. 

MWH continued to operate the On-Site Containment Area (ONCA) Still Bottoms Pond Area 
(SBPA) and Off-Site Containment Area (OFCA) in-situ soil vapor extraction (ISVE) systems, 
processing vapors through thermal oxidizers 1 and 2. Vapors from the ONCA SBP A ISVE system 
were processed through thermal oxidizer 1 (thermox 1), and those from the OFCA ISVE system 
were processed through thermox 2. 

MWH reported that it was pulling vapors from 28 OFCA ISVE wells and that the two OFCA 
blowers are currently pumping vapors at 2,000 cubic feet per minute (cfm) back to thermox 2. 
MWH reported that it was pulling vapors from 14 1 ONCA SBPA ISVE wells, although significant 
flow was observed in only five of these activated wells. This system continues to operate at 1,000 
cfm (with zero ambient air), pumping vapors back to thermox 1. 

MWH reported that the air sparge systems were turned on December 2 in both the OFCA and 
ONCA SBP A. All installed air sparge points have been activated and no problems were 
encountered. 

Topics of Concern: None. 

1 
Previous reports had incorrectly identified that vapors were being pulled from 12 SBP A ISVE 

wells. Actually, vapors have been pulled from 14 SBPA ISVE wells for a number of months. 
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Concern Resolution: None. 

Upcoming Activities: 
• MWH to continue proving out the ONCA SBPA ISVE system wells. 
• MWH to continue operating the GWTP and the OFCA and ONCA SBPA ISVE 

systems. 
• 

• 
• 

• 

• 

Signature: 

MWH to assess results of final laboratory testing of cores of the SBP A final asphalt 
cover. 
MWH to complete fencing of the SBP A final cover. 
MWH to collect additional soil gas samples to assess possible soil vapor intrusion 
into the house basement resulting from the smear zone in the South Area plume. 
MWH to reassess its approach to completing the lower aquifer investigation . 
MWH to contact local resident regarding "whining" noise from the treatment system. 
MWH to measure site water levels onsite and in monitoring wells . 

Larry Campbell Date: December 8, 2004 

t: \projects\acs-raos\osr\200./\12\1129#196. wpd 
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Weekly Oversight Summary Report No. 197 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of December 6, 2004. 
BVSPC 0/S Dates: December 7, 2004 (Mr. Campbell). 

Personnel Summary No. of 
Responsibility 

Affiliation Personnel 

Montgomery Watson Harza 1 Respondent's G~:neral Contractor 

Indiana Department of 
1 State Regulatory Agency 

Environmental Management 

Black & Veatch Special 
1 USEP A Oversight Contractor 

Projects Corp. 

Austgen 1 General Contractor 

Eagle Environmental Services 3 Speciality Contractor 

Construction Activities 

Major Activities: 

I 

• Montgomery Watson Harza continued operating the groundwater treatment plant and 
the in-situ soil vapor extraction systems. 

• Eagle Environmental Services removed sludge and an angle iron from the activated 
sludge clarifier that had impeded the rotation of the sludge rake. Also removed 
sludge from tank T2. 

• Montgomery Watson Harza and Austgen removed sludge from lamella clarifier ME5. 
• Montgomery Watson Harza conducted a construction coordination meeting at the site 

on December 9. 

Activities Performed: 
Montgomery Watson Harza (MWH) reported that it continued to operate the groundwater treatment 
plant (GWTP) at 25 gpm, except during the period December 6-9 when it was off-line because of 
problems with the activated sludge clarifier rake. MWH reported that water was pumped to the 
GWTP from all available sources. 

MWH reported on December 6 that the sludge rake in the activated sludge clarifier had stopped 
rotating. Eagle Environmental Services mobilized to the site on December 7 to pump out the sludge 
from the clarifier and investigate the rake rotation problem. On December 9, Eagle perfom1ed a 
permitted confined space entry into the clarifier to investigate the cause of the rake rotation problem. 
Eagle found a foot-long piece of angle iron lodged under the rake, preventing its rotation. MWH 
reported that the obstruction was removed, and the sludge rake and GWTP were reactivated with no 
continuing problems. MWH reported that it did not identify the source of the angle iron. Also, on 
December 7, Eagle performed a permitted confined space entry into tank T2 to remove sludge from 
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that tank. Both confined space entries were performed with personnel wearing respirators and VOC 
monitoring using a photo ionization detector (PID). Eagle demobilized from the site on December 

9. 

While the GWTP was off-line, MWH and Austgen removed the sludge from the lamella clarifier 

ME5 on December 7. 

MWH continued to operate the On-Site Containment Area (ONCA) Still Bottoms Pond Area 
(SBP A) and Off-Site Containment Area (OFCA) in-situ soil vapor extraction (ISVE) systems, 
processing vapors through thermal oxidizers 1 and 2. Vapors from the ONCA SBPA ISVE system 
were processed through thermal oxidizer 1 (thermox 1), and those from the OFCA ISVE system 

were processed through thermox 2. MWH shut down the ISVE systems during the period December 

7-9 to prevent exposure of Eagle personnel to the effluent plume from the therrnox units. 

MWH reported that it was pulling vapors from 28 OFCA ISVE wells and that the two OFCA 

blowers are currently pumping vapors at 2,000 cubic feet per minute (cfm) back to therrnox 2. 
MWH reported that it was pulling vapors from 141 ONCA SBPA ISVE wells, although significant 
flow was observed in only five of these activated wells. This system continues to operate at 1,000 
cfm (with zero ambient air), pumping vapors back to thermox 1. 

MWH reported that the air sparge systems continued to operate satisfactorily. 

MWH reported that it had received permission from Onyx to dispose of the lower aquifer soil 
cuttings together with the sludge from the GWTP. 

MWH held a construction coordination meeting at the site on December 9, 2004. Black & Veatch 
Special Projects Corp. attended this meeting via telephone. 

Topics of Concern: None. 

Concern Resolution: None. 

Upcoming Activities: 
• MWH to continue proving out the ONCA SBP A ISVE system wells. 

• 

• 
• 

• 
• 

MWH to continue operating the GWTP and the OFCA and ONCA SBPA ISVE 
systems. 
MWH to assess results of final laboratory testing of cores of the SBP A final asphalt 
cover. 
MWH to complete fencing ofthe SBPA final cover. 

MWH to collect additional soil gas samples to assess possible soil vapor intrusion 
into the house basement resulting from the smear zone in the South Area plume. 

MWH to reassess its approach to completing the lower aquifer investigation . 

MWH to contact local resident regarding "whining" noise from the treatment 
system. 

1 
Previous reports had incorrectly identified that vapors were being pulled from 12 SBPA ISVE 

wells. Actually, vapors have been pulled from 14 SBPA ISVE wells for a number of months. 
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• MWH to measure site water levels onsite and in monitoring wells. 

Signature: Larry Campbell Date: n~cember 15, 2004 

t:\projects\acs-raos\osr\2004\12\1206#197. wpd 
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WEEKLY CONSTRUCTION MEETING MINUTES 
FOR DECEMBER 9~ 2004 MEETING 

AMERICAN CHEMICAL SERVICE, NPL SlTE 
GRIFFITH, IND1.4.NA 

\DATE: Thursday. December 9, 2004 

TING TIME: 10:00 AM 

M~· .. TlNG LOCATION: MWH Chicago Office 

A~ END~ES: Prabhakar Kasaraba!.la- IDEM 
! Lee Orosz - MWH 

T0
1 

ICS 

HeJ. th and Safe Sum 

Rob Adams- MWH (via telephone) 
Kevin Adler - U.S. EPA (via telephone) 
Larry Campbell- BVSPC (via telephone) 
Mart Mesarch- MWH (via telephone) 
Chad Smith - MWH (via telephone) 
Peter Vagt- MWH (via te1ephone) 

I oL I 

The· e have been no health and safety issues since the bst meeting on October 28th. 

AJ gen Ellctric.. Environmental Field Services. Mompar Insulation, and Eagl~ Environmental 
we~ on si~ in the past two weeks and had no health and safety incidents. Ol;ll)ecemb~r 9th, 
Ea~ EnvrljOnmental conducted a confined space cnuy to clean out tank T·2 'Pld the acnvatcd 
sluC\ e clarifier. The work was done in respirators and a PlD was use<l to mon.i(pr for VOCs per 
the 1~ ire's co~1fined space entry procedures. No PlD ruts were recorded during clean out activities. 

I I 
Grd ndwater Treatme t Plant GWfP Starus 
Th~ GWIPiis presently opcraring at 25 gallons per minute (gpm). . 

On e evening of November 25lh the GWfP shut down due to a loss or electrical power. As a 
res~ t of th~ pow~r ouuge, numerous fuses were blown and have been rephJCed: The plant was 
bro! t back onlme on November 27th. Mr. Campbell asked whether the GWTP adequately 
alet.l' MWH staff when the plant shuts down. Mr. Adams indicated that MWH' would examine 
the~t autorn~ted system and <.tddress this issue at the next meeting. , 

On l ecemblr 6th Mr. Orosz observed that the center sludge rake in the activatc4 sludge clarifier 
wa~ ot mo~ing. The GWTP was taken oftlinc and dlC liquid in rhc clarifier was pumped down 

'· I 
on I. ecember 7th and 8th to allow for inspection of the rake. The ISVE systen1 was also taken 
oml e as a precaution to prevent worker exposure to tbe effluent plume from the sl:rubber stack 
":hill workirg ~n top of the activated sludge plant. On December 9tlh MWH tliscovered that a 
p1e4b of angle uon had become lodged in the rake assembly preventing it from functioning 
prot:r·Jy_ The obsuucrion was rcmoveo. MW-I is currently evaluating whether the rake 
asse bly will function now that the obstruction has been removed. 

; I 
1\' W!i~l J:a~ban Bnule'lsrd Tel 312 B31 3000 Do/ivsring lnnovoriv~ P!I)Jcc/s ~od SolurioM Worldwide 
Si ~ts 1900 . Fax- 312 831 3889 

i1~r~~~al'~~~·~·~ 
,[ 
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Of) 'itc JWSBPA ISVE Siems 

The; Off-Site ISVE system is currently operating with a vapor collection rat~ of approximately 

2,001 cubic lfeet per minute (CFM). On November 23rd, Mompar Insulation waS onsite to install 

insu' ation fbr the new blower shed in the Off-Sire Area. On November 24th, an addicional 

14 ~~ VE wells were activated in cbe Off-Site Area, bringing the total to 28. The additional wells 

wer~: SV~~. SVE-7, SVE-8, SVE-9, SV£-14, SVE-15, SVE-18, SVE-21, SVE-27, SVE-30, 

SV:E~ 31, S'{E-33, SVE-36, and SVE-37. flow immecliately occurred in 11 of the 14 wells and 

was,lmpen,ng in the other3 (i.e., the M-agnehelic g3uge was ''fluttering" at zero)~ 

The:~ llPA ISVE system is currently operating wirh a vapor collection rate of approximately 

l,Od1 cubiclfeet per minute (CFM). There were no changes in the SBPA lSVE system wells. 

Ho~-:er, id the most rc:ceta monilori~g event. si~ificant_ tlo_w was only observed in five of t~e 
ope • tmg wblls (flow was observed m 9 wells m the prevtous month). The water levels m 

nu"i• rous ~ells were higher than in the previous month, which may have contributed to the 

red~ ed flow rettdings. 

~ is n+ operating !boo SBPA ISVE.sysu:m with zero. ambiem air and may increase the 
num -r of wells m opcranoa or operate different wells. This decision will be contmgent upon 

the I suits M the next mooitoring event. -Mr. Campbell asked whether MWH has pumped 

prod ct from any wells in abc past month. Mr. Oros7. indica[ed that no pumping had taken place 

witli· the p4st two months.. Product levels will be evaluated in these wells during the next ISVE 

marl oring -e.vent to det:emriae whether additional product recovery should be performed. 

On . ecemJr 2nd the air sparge sysrem was turned on. All air sparge points were activated in 

both! he Off~Site Area and SBPA. 

On I eeember 6th, both 1SVE systems were taken offline while r.naimenance was being 

perf~ted o~ the activated sludge clarifier. As of December 9th, the thermal ox:idi7..ers for both 

systcl s wer~ in a "hoc idle"" mode and ready to resume DpeT"ation once the mainte-,nancc has been 

com\.leted. \ -

I -
~Final C ver 
MWt has firushed a plan for expanding the yellow fencing system in the SBPA MWH will 

pour1 ·onere~ into the ba.c;e,c;ofthc yellow fence posts once additional fence posts arc delivered to 

lhe ~i~e to a~ stability cmd provide a stronger fencing system. MWH ,::;ontinues to evaluate the 

pote~[· al to expand the extents of the fence I imits. 

I I 
MWl· anticipates submhting the SBPA Final Cover Construction Completion Report in 

Janu~ 2001 
Low~1 Aquifer Investigation 

MW~~ is cup-ently validating the analytical resulls from the Lower Aquifer Investigation. 

A rc~·prt det~iling lhe findings of tllis investigation and proposing an additional follow-up 

invd:'l. gation lis anticipated to be submitted in January 2005. 

MW( also contacted Onyx. in Port Arthur, TelC.as. regarding disposal of soil cuttings derived 

from j· .his in;~stigation_ They indicated that the disposal permit would <·Jlow MWH (0 add all of 

the ~~:til ~Ulll~~s to me filler cake roll_-off box for disposaL Consequently, the soil cuttings will 
not 1q 1am onsrte past 90 days as previOusly expected. ' 

: I 
Conwl~ •ti<.m Mcctin MinutC5 Dccemher 14. 2~ ACS NPL Silc 
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U~l-14-c~~4 13:58 FROM:MWH 

I. 

I 
I 
I 

Ch~ ical ·dation Treatment 

13128313021 T0:31c34547B1 

~;~has received the analytical results from the post-application monitoring event. The results 
indi• ated g~neral decreases in contaminant concentrations in both soil and groundwater. For 
ex~· ple, at groundwater monitoring location TWOl the gasoline :range organic compound 
(G~. ) condentration decrea..<iCd from 180,000 to 39,000 ug/L At soil location 3, the diesel range 
orgt.mic co1ripound (DRO) collCentration decreased from 4,700,000 to .540,000 •Jg/kg. A second 
fulli[. ale applicaLion is planned for March 2005 instead of February 2005, as previously planned. 
Thd injection process docs DO( work well Wlder freezing conditions commonly encountered in 
Feb ary. 

M~h is evaluating the results of rhe soil vapor investigation and will prop()se a follow-up 
inv~ftigatim~_. Mr. Kasarclbada asked wh~th~r the resjd~nc~ at the comer of Colfax Avenue and Re:· r Road rcluded a baseman. MWH mdicated that 1t did. 

Grot ndwatcr and Residential Well Sam lin ' 
MW · has ! evaluated the n:sults fTOm the groundwater sampling activities completed in 
Septrmber 2004. The resuhs were consistent with those of previous sampling events. ln the 
resic!X:ntial Well samples there were trace levels of VOCs deteCted. However, theSe do 11ot appear 

I I 

to b\~ related to site impacts. Mr. Adler is preparing letters to each lfcsident siunmarizing the 
s of mJ residentia:l well sampling. The next sampling event is scheduled for March 2005. resu~ 

I 

Looi: Ahead Schedule .. 
Dec: ember 10,2004 through • Operate and maintain the GWTP/BWESIPGCS (on-going) 

I 
~mber 23. 2004 De~ • Operate and maintain the ISVE (on-going) 

• Collect site water levels (week of December 20th) 
I Collect water levels in PSVP monitoring wells (week: of • 

December 20th) 
! • Pour concrete into base of _:yellow fence posts (fB 0) 

He:f rh and Safety Items to • Routine daily tailgate health and safety meetings for all 
Mof ~tor I work: activities 

i • Continued air monitoring in Gwn> 

i 
• Monitor areas for icy conditions and apply s4].t where 

necessary 

I 
• Monitor weather conditions in advance of work scheduled 

outdoors so thar workers can dress appro_p!iaiely 

I 
Ne;.J-c ns.trucrion Meelin -Thursday, December 23, 2004, 10 AM. 

MDMii. Jt'llf I 
J.\209\~1 I AC~"\0202 MWA PM\IIIlcclingM.outcs 2()(14\Mcctiuc Minutes 12-09-04.c.Joc 

:1 , 

Coo«JLon MJ'"'E ""'""'" 
Dcce•n:t:r 9. 2~ Meeli ng 

ni:\'Clllber 14., 2004 
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Weekly Oversight Summary Report No. 198 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of December 13,2004. 
BVSPC 0/S Dates: Cancelled because of limited site activities. 

Personnel Summary No. of 
Responsibility 

Affiliation Personnel 

Montgomery Watson Harza 1 Respondent's General Contractor 

Austgen 1 General Contractor 

Construction Activities 

Major Activities: 

I 

• Montgomery Watson Harza continued operating the groundwater treatment plant, the 
in-situ soil vapor extraction systems, and the air sparge systems. 

Activities Performed: 
Montgomery Watson Harza (MWH) reported that it continued to operate the groundwater treatment 
plant (GWTP) at 25 gpm and that the reactivated sludge clarifier rake operated satisfactorily. MWH 
reported that water was pumped to the GWTP from all available sources. 

MWH continued to operate the On-Site Containment Area (ONCA) Still Bottoms Pond Area 
(SBPA) and Off-Site Containment Area (OFCA) in-situ soil vapor extraction (ISVE) systems, 
processing vapors through thermal oxidizers 1 and 2. Vapors from the ONCA SBPA ISVE system 
were processed through thermal oxidizer 1 (thermox 1), and those from the OFCA ISVE system 
were processed through thermox 2. 

MWH reported that it was pulling vapors from 28 OFCA ISVE wells and that the two OFCA 
blowers are currently pumping vapors at 2,000 cubic feet per minute ( cfm) back to thermox 2. 
MWH reported that it was pulling vapors from 141 ONCA SBPA ISVE wells, although significant 
flow was observed in only five of these activated wells. This system continues to operate at 1,000 
cfm (with zero ambient air), pumping vapors back to thermox 1. 

MWH reported that the air sparge systems continued to operate satisfactorily. 

Topics of Concern: None. 

Concern Resolution: None. 

1 
Previous reports had incorrectly identified that vapors were being pulled from 12 SBPA ISVE 

vvells. Actually, vapors have been pulled from 14 SBPA ISVE wells for a number of months. 
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Upcoming Activities: 

• 

• 

Signature: 

MWH to continue proving out the ONCA SBPA ISVE system wells. 
MWH to continue operating the GWTP and the OFCA and ONCA SBPA ISVE and 
air sparge systems. 
MWH to assess results of final laboratory testing of cores of the SBPA final asphalt 
cover. 
MWH to complete fencing of the SBP A final cover. 
MWH to collect additional soil gas samples to assess possible soil vapor intrusion 
into the house basement resulting from the smear zone in the South Area plume. 
MWH to reassess its approach to completing the lower aquifer investigation. 
MWH to contact local resident regarding "whining" noise from the treatment 
system. 
MWH to measure site water levels onsite and in monitoring wells . 

Larry Campbell Date: December 22, 2004 
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Weekly Oversight Summary Report No. 199 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of December 20,2004. 
BVSPC 0/S Dates: December 23,2004 (Mr. Campbell) 

Personnel Summary No. of 
Responsibility 

Affiliation Personnel 

Montgomery Watson Harza 2 Respondent's General Contractor 

Black & Veatch Special 
1 USEP A Oversight Contractor 

Projects Corp. 

Austgen 1 General Contractor 

Construction Activities 

Major Activities: 

I 

• Montgomery Watson Harza continued operating the groundwater treatment plant, the 
in-situ soil vapor extraction systems, and the air sparge systems. 

• Montgomery Watson Harza measured water levels and assessed performance of the 
in-site soil vapor extraction system. 

• Montgomery Watson Harza met with local residents regarding the "whining" noise 
doming from the GWTP. 

• Montgomery Watson Harza conducted a construction coordination meeting at the site 
on December 23. 

Activities Performed: 
Montgomery Watson Harza (MWH) reported that it continued to operate rhe groundwater treatment 
plant (G WTP) at 25 gpm and that the reactivated sludge clarifier rake operated satisfactorily. MWH 
reported that water was pumped to the GWTP from all available sources. 

MWH continued to operate the On-Site Containment Area (ONCA) Still Bottoms Pond Area 
(SBPA) and Off-Site Containment Area (OFCA) in-situ soil vapor extraction (ISVE) systems, 
processing vapors through thermal oxidizers 1 and 2. Vapors from the ONCA SBPA ISVE system 
were processed through thermal oxidizer 1 (thermox 1 ), and those from the OFCA ISVE system 
were processed through thermox 2. 

MWH reported that it was pulling vapors from 28 OFCA ISVE wells and that the two OFCA 
blowers are currently pumping vapors at 2,000 cubic feet per minute (cfm) back to thermox 2. 
MWH reported that it was now pulling vapors from 141 ONCA SBPA ISVE wells, although 

1 
Previous reports had incorrectly identified that vapors were being pulled from 12 SBPA ISVE 

wells. Actually, vapors have been pulled from 14 SBPA ISVE wells for a number of months. 
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significant flow was observed in only eight of these activated wells. This system continues to operate 

at 1,000 cfm (with zero ambient air), pumping vapors back to thermox 1. 

MWH reported that the air sparge systems continued to operate satisfactorily. 

MWH reported that it measured groundwater levels in wells at the site on December 21. Water 

levels in the SBPA continued to be higher than desired, possibly impacting the vapor flow from 

ISVE wells. 

MWH reported that additional SBP A fence stanchions had been delivered to the site and the bases 

would soon be filled with cement grout and then deployed on the SBP A cover. 

MWH reported that it had contacted the owner of the 1002 Reder Road residence and informed him 

of the March 2005 date of the second round of ChemOx injections. 

MWH reported that the results of the residential well sampling in September 2004 identified trace 

amounts of DDT in one well. EPA suggested and MWH agreed to resa.mple this well in January 

2005. 

MWH and Black & Veatch Special Projects Corp. (BVSPC) personnel met on December 23 with 

Howard Anderson and Donna Gonzalez, residents living less than a mile west of the GWTP, 

regarding the "whining" noise coming from the G WTP. Concluded the noise was probably that from 

the external air blowers. MWH agreed to assess acoustical containment of these blowers to reduce 

the noise and to inform the residents of its plans. 

MWH held a construction coordination meeting at the site on December 23, 2004. BVSPC attended 

this meeting. 

Topics of Concern: None. 

Concern Resolution: MWH met with local residents regarding the "whining" noise coming from 

the GWTP and agreed to investigate methods to minimize the off-site noise level. 

Upcoming Activities: 
• MWH to continue proving out the ONCA SBPA ISVE system wells. 

• MWH to continue operating the GWTP and the OFCA and ONCA SBPA ISVE and 

• 

• 
• 

• 

Signature: 

air sparge systems. 
MWH to assess results of final laboratory testing of cores of the SBP A final asphalt 

cover. 
MWH to complete fencing of the SBP A final cover. 

MWH to collect additional soil gas samples to assess possible soil vapor intrusion 

into the house basement resulting from the smear zone in the South Area plume. 

MWH to reassess its approach to completing the lower aquifer investigation . 

Larry Campbell Date: January 3, 2004 
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DEC-30-2004 13:04 FROM:MWH 13128313021 

I 
i 
I 
I 

I 

TO: 31C:~3464781 

WEEKLY CONSTRUCTION MEETING MINlJTES 

\ 

FOR DECEMBER 23, 2004 MEETING 
AMERICAN CHEMICAL S.ERVICE, NPL SlTE 

GRD'FITH, INDIANA 
I 
I 

ME~ l'ING DATE: Thursday, Decembe£ 23, 2004 

ME\ITING TIME: 10:00 AM 

MEj 'TING ~OCA TION: ACS Sill: 

AT~·ENDEES: Kevin Adler- U:SEPA (via telephone) 
I I Pete Vagt-MWH ' 

Larry Campbell-BVSPC \ 
Todd Lewis - MWH 
Rob Adams-MWH (via telep ne) 
Lee Orosz- MWH 
Amy Clore- MWH 

Heai h and Safe Summ 
~; have been no health and safety issues since the l~st meeting on December 91h . ........ i l I i 

AusJ: en Elebtric was on site in the past rwo weeks pc~orming routine: mainccnail.ce and had no 
heallf and sch"ccy incidents .. On December- 21 :ft. MWH \was on ~ite_ performing PSVP monitoring 
and j' ound,ater level momtoring and had no hcaltll anr S<lfety mcJdenls. 

GroJt dwater Treatment Plant (GWfP) Status , 
The I•WfP is presently operating ar appmximately 25 ~allons per minu.te (gpm). There has been 
no ~: wn li~ of the GwrP since the last meeting on December 9th. 

I ' I 
On t;· cemb~[ 6w, Lee Orosz observed tha t~e center s~u~ge_r~e in the: ~~ivatcd:sludge clarifier 
was j: ot movmg. The GWTP was taken offlme and the hqu1d m the clanflcr was pumped down 
on~ ·ember 7u1 and 8th to allow for inspection of the rdkc. On December 9w, MWH found th:n a 
pice~: of an~le iron approximately one foot long hatl become lodged in the rake assembly 
prev~~ ring it

1
from functioning properly. The obsuuccidn was removed. MWH h<'ls not identified 

the Sl urce oflthc angle iron. The GWfP and lSVE sysc~m was put back online on: December 9lh. 
: I 

Off~i te Are~. PA ISVE S stems . .\ . 
Thelj1 a~ Ox1d17.er 1 (Thcrm-Ox.. l) Js currenrly treatmg vapors from the St1ll Bortoms Pond 
Are~ (SBPA~. The SBPA ISVE system is currently bpcrating with a vapor collection rate of 
appr~: imately 1,000 cubic feet per minute (CFM). Thete were no changes in which of the SBPA 
ISV~: system\ wells are operating. fol.l~teen wells are c4rrently opcra[ing~ eight show measurable 
flo~; The water levels in the wells are still high in jthe area. MWH is curremly cvaluat1ng 
opt1~1 s forr~moving the water frorn rhe SVE piping Lo mc.rease the flow. 

I I 
I I 
1

1 I 
I 
I 
I 



DEC-30-2004 13:04 FROM:MWH 13128313021 10:3123464781 P.Y4 

I 

I 

Th"l al oldizer 2 (Therm-Ox 2) is currently treling vapors frorn the Of(-Si!C Area and 

aer~lion tan~ T~l02 with a vapor collection rate of ~pproxi.matcly 2,000 CFM. Twenty--eight 

well are cup-ently op~rating ~n the Off-Sice Are~ MrH is e~aluating the pO£ential_ to enhance 

pcrtl: nnance by changing whtch wells are operatmg or tncreasmg the number of active wells to 

incrhse t:hetroduclivity of the SVE flow. \ 
I I 

SBH. F~n_a1 ~ o~er . . [ . _ . . 
Th~- dd11.J.onal tencc posts needed to ~xpand the yel_l?r' tcncmg ~ystern m the SBPA h~ve_ been_ 

dclt}cred to ~e site. The base-plates tor the posts wtlllbe filled wtth concrete at me begmnmg ot 

ncx( week and the new fence conftguration is estim~ted to be complete within the next two 

wee\' . I 1 
4 anticipates submitting the SBPA Final Co er Construction Completion Report in 

Jan~ y 2001- \ 
Lm-.l•.r Aquifer Investigation 
MW. is cWrently validating the analytical results from the Lower Aquifer Investigation. 

A r i ort ddaiiing the findings of this investigation and proposing an addiQ:onal follow-up 

inve\' igatiori is anticipated to be submitted in January 2'oo5. 

Che1· ica1 ·dation Treatment 
MWlr has cOntacted the property owner of the residence at me corner of Coll~x A venue and 

Re~[ Road 1., info<IJl him of the Mat<:h 2005 plans for ~ second round of Chcm Ox injections. 

~ndwaJ and esidential Well Sam fin I 
MW\1 has fValuatcd the results from the groundwater sampling activtlles compleced in 

Sep~ mbcr 2004. Trace amounts of DDT was indica4d in the sample for one residential well. 

The I sident \mfonned MWH that they had used bleach to improve well perform3nce earlier this 

~eari prior t~ the MWH sampling event)._ DDT has no~ prc~iously beer~ detected in c~is well and 

•s nq thought to be related to the ACS Slle. Upon suggesuon by the EPA, MWH w1ll resamplc 

the ~~identii.l well for pesticides in early January 2oqs. The EPA wil1 contact the resident to 

info~,'[ them~( the findings and explain the nex.t steps. \ 

The lf.ound4ater report from the September 2004 san~pling event was scm to the Agencies on 
Dec~ ber 23nl. : . 

! . .- I - . i\. 

·t 01se . nvcsllgatlOn 
reccnity received a complaint from a local resident on !he noise, which he believes to be 

prod\ ed by~e GWfP. Peter Vagt will meel with th; :resident on December 23n1 to determ.inc 

me· ~l ec\fic -~uT~e ?f tl~c noise. MWH. is prepared to look into acoustical enclosures or other 
mea~, of no1se diiunon if necessary. 

i I 

: I 
~:lcti(ln Mceong Minutes 
Dcccnil/er 2;1, 2004 Me.: Ling 

IJ I 
1

1 I I I 

I 
Decc:rnbcr 30, 20(~ ACS NPLSirc 

Pa~!' 2 j 
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' 

~~Ahead Schedule 
Dcq'fmbcr 2~. 2004 through 
J an~1~}' 13, 2005 

I 

Her:i h and Safety Items to 
Moi tor j 

; I 

13128313021 T0:3123454781 

• Operate a.nd maintain the GWfP/BWES/PGCS (on-going) 
• Operate and mainthi.n the JSVE (on-going) 
• Pour concr~~ intolba.-:e o: yellow fence posts (TBD) 
• Lower Aquifer lnvfsugauon report (January 2005) 
• CCR for the SBPA Final Cover (January 2005) 

• 

• 
• 

• 

I . 
Rou[ine daily' tailgate hcalrh and safety mceti.ngs for all 
work activities I 
Continued air mor~toring in GWfP 
Monitor area...:;; for 1 y conditions and apply s.:Jt where 
necessary 
Monitor weather conditions in advance of work scheduled 
outdoors so that workers can dress appropriately 

: I 
NextConstrucbon Meetmg- Thursday, January 13,2005, 10 AM. 

I 
1 ALCI~. 

J:\2~· I ACS\0312 MWA PM\Meetiug Minutes 2004\Mcetiu& .Miw.ltl:S 12·23-04.doc: 
I ' 

i. 
I' 

I 

Consu cti<111 M~elins: Min11tcs 
Decea~; er D. 2004 Meeting 

• I 

:I 

I 
I 
1 

December 30. 2oo4 
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Weekly Oversight Summary Report No. 200 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of December 27,2004. 
BVSPC 0/S Dates: Cancelled because of limited site activities. 

Personnel Summary No. of 
Responsibility 

Affiliation Personnel 

Montgomery Watson Harza 1 Respondent's General Contractor 

Austgen 1 General Contractor 

Construction Activities 

Major Activities: 

I 

• Montgomery Watson Harza continued operating the groundwater treatment plant, the 
in-situ soil vapor extraction systems, and the air sparge systems. 

Activities Performed: 
Montgomery Watson Harza (MWH) reported that it continued to operate the groundwater treatment 
plant (GWTP) at 25 gpm and that the reactivated sludge clarifier rake operated satisfactorily. MWH 
reported that water was pumped to the GWTP from all available sources. 

MWH continued to operate the On-Site Containment Area (ONCA) Still Bottoms Pond Area 
(SBPA) and Off-Site Containment Area (OFCA) in-situ soil vapor extraction (ISVE) systems, 
processing vapors through thermal oxidizers 1 and 2. Vapors from the ONCA SBP A ISVE system 
were processed through thermal oxidizer I (thermox 1), and those from the OFCA ISVE system 
were processed through thermox 2. 

MWH reported that it was pulling vapors from 28 OFCA ISVE wells and that the two OFCA 
blowers are currently pumping vapors at 2,000 cubic feet per minute (din) back to thermox 2. 
MWH reported that it was now pulling vapors from 141 ONCA SBPA ISVE wells, although 
significant flow was observed in only eight of these activated wells. This system continues to operate 
at I ,000 ctin (with zero ambient air), pumping vapors back to thermox I. 

MWH reported that the air sparge systems continued to operate satisfactorily. 

Topics of Concern: None. 

Concern Resolution: None. 

1
Previous reports had incorrectly identified that vapors were being pulled from 12 SBPA ISVE 

wells. Actually, vapors have been pulled from 14 SBPA ISVE wells for a number of months. 
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Upcoming Activities: 
MWH to continue proving out the ONCA SBPA ISVE system wells. 
MWH to continue operating the GWTP and the OFCA and ONCA SBPA ISVE and 
air sparge systems. 
MWH to assess results of final laboratory testing of cores of the SBP A final asphalt 
cover. 

• MWH to complete fencing of the SBP A final cover. 
• MWH to collect additional soil gas samples to assess possible soil vapor intrusion 

into the house basement resulting from the smear zone in the South Area plume. 
• MWH to reassess its approach to completing the lower aquifer investigation. 

Signature: Lany Campbell Date: January 4, 2004 
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Site: American Chemical Service. Inc . 

Proj . #: 46526 
Roll: 71 Photo#l 
Date: 12-07-04 T ime: 1125 
Photographer: Larry Campbell 
Description: Photo facing northwest showing Austgen 

removing acce s cover from tank T2 to 
be able to remove sludge from interior. 

I 

Site: American Chemical Service, lnc. 

Proj . #: 46526 
Roll: 71 Photo #2 
Date: 12-07-04 Time: 1140 
Photographer: Larry Campbell 
Desc ription : Photo facing northwest showing Lee 

Orosz washing down sludge from the 

access cover from tank T2. 

II 



Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 71 Photo #3 
Date: 12-07-04 Time: I 145 
Photographer: Larry Campbell 
Description: Photo facing northwest looking into tank 

T2 showing sludge being pumped out. 
Note heat exchanger inside tank. 

Sit~: American Chemical Service, Inc. 
ProJ. #: 46526 

Roll: 71 Photo #4 
Date: 12-07-04 Time: 1315 
Photo~r~pher: Larry Campbell 

DescnptJOn: Photo fac_ing northwest looking into tank 

T2 s~owmg Eagle Services technician 
pum_?mg out sludge. This is a permitted 
confmed space entry. 



Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll : 71 Photo #5 
Date: 12-07-04 Time: 1350 
Photographer: Larry Campbell 
Description: Photo facing down into biotank clarifier 

showing sump pumps assisting tn 

removing water from clarifier. 

Site: American Chemical Service, Inc. 
Proj . #: 46526 
Roll : 71 Photo #6 
Date: 12-07-04 Time: 1405 
Photographer: Larry Campbell 
Description: Photo facing northwest looking into tank 

T2 after sludge has been removed. 



Site: American Chemical Service, Inc. 

Proj. #: 46526 

Roll: 71 Photo #7 

Date: 12-23-04 Time: 11 07 

Photographer: Larry Campbell 

Description : Photo facing south showing Lee Orosz 

giv ing a health and afety briefing to 

local residents concerned about noise 

from the GWTP blowers. 

,_ ------------ ,, ·~-· ,-, 

Si te : American Chemical Service, Inc. 

Proj. #: 46526 

Roll : 71 Photo #8 

Date: 12-23-04 Time: I 114 

Photographer: Larry Campbell 

Description: Photo facing west showing residents 

looking at blowers at GWTP. 



Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 71 Photo #9 
Date: 12-23-05 Time: 1150 
Photographer: Larry Campbell 
Description: Photo facing north showing Lee and 

onsite vehic le with new winter hood 
ornament. 

Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll : 71 Photo # IO 
Date: 12-23-04 Time: 11 55 
Photographer: Larry Campbell 
Description: Photo facing east showing snow covered 

ACS plant. 




